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Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Conductivity 35 uS/cm
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Conductivity 30 uS/cm
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Oxygen, Dissolved 9.62 mg/L
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Oxygen, Dissolved 9.16 mg/L
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Oxygen, Dissolved 102.3 %
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Oxygen, Dissolved 8.74 mg/L
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Oxygen, Dissolved 106.7 %
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Oxygen, Dissolved 9.68 mg/L
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater pH 8.31 units
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater pH 7.64 units
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater pH 7.25 units
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater pH 7.56 units
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater SpecificConductance 34 uS/cm
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater SpecificConductance 52 uS/cm
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater SpecificConductance 36 umhos/cm
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater SpecificConductance 33 umhos/cm
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Temperature 71.89 °C
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Temperature 68.03 °C
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Temperature 23.23 °C
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Temperature 68.12 °C
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Total Dissolved solids 0.022 mg/L
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Total Dissolved solids 0.034 mg/L
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Turbidity 7.8 NTU
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Turbidity 7.5 NTU
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Oxygen, Dissolved 13.25 mg/L
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Oxygen, Dissolved 15.82 mg/L
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S14/Jul/2004 12:55 Turlock Irrigtaion District samplewater pH 8.05 units
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S29/Sep/2004 11:20 Turlock Irrigtaion District samplewater pH 8.46 units
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S14/Jul/2004 12:55 Turlock Irrigtaion District samplewater SpecificConductance 278 uS/cm
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S29/Sep/2004 11:20 Turlock Irrigtaion District samplewater SpecificConductance 318 uS/cm
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Temperature 72.04 °C
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Temperature 70.69 °C
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Total Dissolved solids 0.181 mg/L
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 S29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Total Dissolved solids 0.207 mg/L
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Conductivity 955 uS/cm
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Conductivity 586 uS/cm
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Oxygen, Dissolved 20.44 mg/L
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Oxygen, Dissolved 13.92 mg/L
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Oxygen, Dissolved 140.5 %
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Oxygen, Dissolved 12.36 mg/L
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Oxygen, Dissolved 124.0 %
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Oxygen, Dissolved 11.14 mg/L
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater pH 8.72 units
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater pH 8.86 units
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater pH 8.2 units
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater pH 7.84 units
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater SpecificConductance 1812 uS/cm
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater SpecificConductance 681 uS/cm
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater SpecificConductance 1012 umhos/cm
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater SpecificConductance 646 umhos/cm
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Temperature 52.29 °C
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Temperature 47.39 °C
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Temperature 22.08 °C
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Temperature 20.13 °C
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Total Dissolved solids 1.178 mg/L
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Total Dissolved solids 0.442 mg/L
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Turbidity 2.1 NTU
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Turbidity 2.9 NTU
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Conductivity 180 uS/cm
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Conductivity 28 uS/cm
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Oxygen, Dissolved 10.77 mg/L
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Oxygen, Dissolved 11.7 mg/L
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Oxygen, Dissolved 17.25 mg/L
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Oxygen, Dissolved 128.4 %
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Oxygen, Dissolved 10.79 mg/L
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Oxygen, Dissolved 116.4 %
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Oxygen, Dissolved 10.22 mg/L
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater pH 7.77 units
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater pH 8.18 units
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater pH 8.63 units
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater pH 8.83 units
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater pH 8.15 units
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater SpecificConductance 622 uS/cm
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater SpecificConductance 239 uS/cm
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater SpecificConductance 79 uS/cm
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater SpecificConductance 185 umhos/cm
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater SpecificConductance 30 umhos/cm
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Temperature 73.58 °C
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Temperature 68.74 °C
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Temperature 53.56 °C
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Temperature 24.05 °C
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Temperature 21.66 °C
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Total Dissolved solids 0.404 mg/L
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Total Dissolved solids 0.155 mg/L
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Total Dissolved solids 0.052 mg/L
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Turbidity 3.7 NTU
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Turbidity 8.2 NTU
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Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Turbidity 8.8 NTU

RWQCB5 Irrigated Lands Conditional Waiver Program 20-July-2006
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Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Potassium -1000 ug/L ND 1000 1000
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Potassium 1200 ug/L 1000 1000
Turlock Irrigtaion District 535HGLSPL Highline Spill 7/25/2005 8:05 Turlock Irrigtaion District samplewater Potassium -1.0 ug/L ND 1000 1000
Turlock Irrigtaion District 535HGLSPL Highline Spill 9/28/2005 10:25 Turlock Irrigtaion District samplewater Potassium -1000 ug/L ND 1000 1000
Turlock Irrigtaion District 535HGLSPL Highline Spill 7/25/2005 8:05 Turlock Irrigtaion District samplewater TDS 0.023 mg/L 0.023 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 9/28/2005 10:25 Turlock Irrigtaion District samplewater TDS 0.021 mg/L 0.021 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater TDS 34 mg/L 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater TDS 44 mg/L 0.05 0.05
Turlock Irrigtaion District 535HGLSPL Highline Spill 7/25/2005 8:05 Turlock Irrigtaion District samplewater TDS 34 mg/L 34 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 9/28/2005 10:25 Turlock Irrigtaion District samplewater TDS 34 mg/L 34 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater TKN -1 mg/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 7/25/2005 8:05 Turlock Irrigtaion District samplewater TKN -1.0 mg/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 9/28/2005 10:25 Turlock Irrigtaion District samplewater TKN -1.0 mg/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater TOC 1.5 mg/L 0.3 0.3
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater TOC 2 mg/L 0.3 0.3
Turlock Irrigtaion District 535HGLSPL Highline Spill 7/25/2005 8:05 Turlock Irrigtaion District samplewater TOC 1.8 mg/L 1.8 0.30 0.30
Turlock Irrigtaion District 535HGLSPL Highline Spill 9/28/2005 10:25 Turlock Irrigtaion District samplewater TOC 1.7 mg/L 1.7 0.30 0.30
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.028 mg/L 0.02 0.02
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.044 mg/L 0.02 0.02
Turlock Irrigtaion District 535HGLSPL Highline Spill 7/25/2005 8:05 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.037 mg/L 0.037 0.020 0.020
Turlock Irrigtaion District 535HGLSPL Highline Spill 9/28/2005 10:25 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.041 mg/L 0.041 0.020 0.020
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Turbidity 9 NTU 0.05 0.05
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Turbidity 5.4 NTU 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Potassium -1000 ug/L ND 1000 1000
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Potassium 1100 ug/L 1000 1000
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater TDS 230 mg/L 10 10
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater TDS 180 mg/L 10 10
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater TKN -1 mg/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater TOC 1.7 mg/L 0.3 0.3
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater TOC 2.1 mg/L 0.3 0.3
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.02 mg/L 0.02 0.02
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.071 mg/L 0.02 0.02
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Turbidity 3 NTU 0.05 0.05
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Turbidity 1.2 NTU 0.05 0.05
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Potassium 3600 ug/L 1000 1000
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Potassium 1900 ug/L 1000 1000
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 7/25/2005 10:15 Turlock Irrigtaion District samplewater Potassium 2500 ug/L 2500 1000 1000
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 9/28/2005 11:35 Turlock Irrigtaion District samplewater Potassium 2200 ug/L 2200 1000 1000
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 9/28/2005 11:35 Turlock Irrigtaion District samplewater Potassium 2200 ug/L 2200 1000.00 1000.00
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 7/25/2005 10:15 Turlock Irrigtaion District samplewater TDS 0.657 g/L 0.657 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 9/28/2005 11:35 Turlock Irrigtaion District samplewater TDS 0.420 mg/L 0.420 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater TDS 1000 mg/L 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater TDS 380 mg/L 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 7/25/2005 10:15 Turlock Irrigtaion District samplewater TDS 640 mg/L 640 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 9/28/2005 11:35 Turlock Irrigtaion District samplewater TDS 400 mg/L 400 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater TKN -1 mg/L ND 1 1
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater TKN 1.7 mg/L 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 7/25/2005 10:15 Turlock Irrigtaion District samplewater TKN -1.0 mg/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 9/28/2005 11:35 Turlock Irrigtaion District samplewater TKN -1.0 mg/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater TOC 2.1 mg/L 0.3 0.3
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater TOC 5.9 mg/L 0.30 0.30
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 7/25/2005 10:15 Turlock Irrigtaion District samplewater TOC 2.1 mg/L 2.1 0.30 0.30
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 9/28/2005 11:35 Turlock Irrigtaion District samplewater TOC 2.7 mg/L 2.7 0.30 0.30
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.084 mg/L 0.02 0.02
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.098 mg/L 0.020 0.020
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 7/25/2005 10:15 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.086 mg/L 0.086 0.020 0.020
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 9/28/2005 11:35 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.120 mg/L 0.120 0.020 0.020
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Turbidity 5.3 NTU 0.05 0.05
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Turbidity 3.5 NTU 0.050 0.050
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Potassium 2700 ug/L 1000 1000
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Potassium 1900 ug/L 1000 1000
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Potassium 2500 ug/L 1000 1000
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 7/25/2005 11:45 Turlock Irrigtaion District samplewater Potassium 1200 ug/L 1200 1000 1000
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 9/28/2005 12:45 Turlock Irrigtaion District samplewater Potassium -1000 ug/L ND 1000 1000
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 7/25/2005 11:45 Turlock Irrigtaion District samplewater TDS 0.119 g/L 0.119 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 7/25/2005 11:45 Turlock Irrigtaion District samplewater TDS 130 mg/L 130 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 9/28/2005 12:45 Turlock Irrigtaion District samplewater TDS 0.019 g/L 0.019 10 10
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Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater TDS 420 mg/L 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater TDS 160 mg/L 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater TDS 32 mg/L 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 7/25/2005 11:45 Turlock Irrigtaion District samplewater TDS 130 mg/L 130 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 9/28/2005 12:45 Turlock Irrigtaion District samplewater TDS 30 mg/L 30 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater TKN -1 mg/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater TKN 2.5 mg/L 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 7/25/2005 11:45 Turlock Irrigtaion District samplewater TKN -1.0 mg/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 7/25/2005 11:45 Turlock Irrigtaion District samplewater TKN -1.0 mg/L ND 1.00 1.00
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 9/28/2005 12:45 Turlock Irrigtaion District samplewater TKN -1.0 mg/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater TOC 1.2 mg/L 0.3 0.3
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater TOC 2.4 mg/L 0.3 0.3
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater TOC 4.8 mg/L 0.3 0.3
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 7/25/2005 11:45 Turlock Irrigtaion District samplewater TOC 1.6 mg/L 1.6 0.30 0.30
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 9/28/2005 12:45 Turlock Irrigtaion District samplewater TOC 1.8 mg/L 1.8 0.30 0.30
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.071 mg/L 0.02 0.02
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.13 mg/L 0.02 0.02
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.24 mg/L 0.02 0.02
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 7/25/2005 11:45 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.052 mg/L 0.052 0.020 0.020
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 9/28/2005 12:45 Turlock Irrigtaion District samplewater Total Phosphate Phosphorous 0.034 mg/L 0.034 0.020 0.020
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Turbidity 1.4 NTU 0.05 0.05
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Turbidity 1.4 NTU 0.05 0.05
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Turbidity 28 NTU 0.05 0.05
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Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Bromacil -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Bromacil -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Bromacil -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Bromacil -1.0 mg/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Bromacil -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Diuron -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Diuron -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Diuron -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Diuron -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Oxyflurfen -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Oxyflurfen -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Oxyflurfen -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Oxyflurfen -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Pendimethalin -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Pendimethalin -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 14/Jul/2004 11:05 Turlock Irrigtaion District samplewater Triclopyr -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 29/Sep/2004 11:20 Turlock Irrigtaion District samplewater Triclopyr -1 ug/L ND 1 1
Turlock Irrigtaion District 535HGLSPL Highline Spill 25/Jul/2005 8:05 Turlock Irrigtaion District samplewater Triclopyr -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Triclopyr -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535HGLSPL Highline Spill 28/Sep/2005 10:25 Turlock Irrigtaion District samplewater Triclopyr -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Bromacil -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Bromacil -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Diuron -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Diuron -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Oxyflurfen -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Oxyflurfen -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 14/Jul/2004 12:55 Turlock Irrigtaion District samplewater Triclopyr -1 ug/L ND 1 1
Turlock Irrigtaion District 535CMD32S Hodges Drop (Ceres Main Drop 32 Spill) 29/Sep/2004 10:20 Turlock Irrigtaion District samplewater Triclopyr -1 ug/L ND 1 1
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Bromacil -1 ug/L ND 1 1
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Bromacil -1 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Bromacil -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Bromacil -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Diuron -1 ug/L ND 1 1
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Diuron -1 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Diuron -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Diuron -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Diuron -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Oxyflurfen -1 ug/L ND 1 1
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Oxyflurfen -1 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Oxyflurfen -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Oxyflurfen -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1 1
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Pendimethalin -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Pendimethalin -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 07/Jan/2005 12:05 Turlock Irrigtaion District samplewater Triclopyr -1 ug/L ND 1 1
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 13/Jan/2005 10:25 Turlock Irrigtaion District samplewater Triclopyr -1 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 25/Jul/2005 10:15 Turlock Irrigtaion District samplewater Triclopyr -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535L5D23S Lateral 5 1/2 Drop 23 (Lower Spill) 28/Sep/2005 11:35 Turlock Irrigtaion District samplewater Triclopyr -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Bromacil -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Bromacil -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Bromacil 1.9 ug/L 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Bromacil -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Bromacil -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Diuron -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Diuron -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Diuron 14 ug/L 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Diuron -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Diuron -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Glyphosate -10 ug/L ND 10 10
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Oxyflurfen -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Oxyflurfen -1 ug/L ND 1 1
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Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Oxyflurfen 4.7 ug/L 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Oxyflurfen 4.7 ug/L 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Oxyflurfen -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Oxyflurfen -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Pendimethalin -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Pendimethalin -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Pendimethalin -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 14/Jul/2004 14:45 Turlock Irrigtaion District samplewater Triclopyr -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 29/Sep/2004 12:40 Turlock Irrigtaion District samplewater Triclopyr -1 ug/L ND 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 07/Jan/2005 14:06 Turlock Irrigtaion District samplewater Triclopyr 1.1 ug/L 1 1
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 25/Jul/2005 11:45 Turlock Irrigtaion District samplewater Triclopyr -1.0 ug/L ND 1.0 1.0
Turlock Irrigtaion District 535LL2SPL Lower Lateral 2 1/2 Spill 28/Sep/2005 12:45 Turlock Irrigtaion District samplewater Triclopyr -1.0 ug/L ND 1.0 1.0
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